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©

EXISTING 2'x2" ACOUSTICAL CEILING TILE SYSTEM TO BE REINSTALLED

AS SHOWN. CEILING TO BE AT SAME HEIGHT AS EXISTING — 9'-0"
A.F.F. CONTRACTOR IS RESPONSIBLE FOR ALL LABOR AND MATERIALS
ASSOCIATED WITH CEILING WORK TO ACCOMMODATE NEW
CONSTRUCTION, INCLUDING NEW AND ADDITIONAL SUSPENSION

@ 1\ PARTIAL FIRST FLOOR REFLECTED CEILING PLAN — DEMOLITION SYSTEM AND GRID COMPONENTS AND NEW  CELING TILE 0 MATCH /\ND 2\ PARTIAL FIRST FLOOR REFLECTED CEILING PLAN — NEW WORK
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SCALE: 1/4” = 1'-0" SCALE: 1/4" = 1'-0"

EXISTING GYPSUM BOARD BULKHEAD TO REMAIN.
NEW GYPSUM BOARD BILKHEAD FLUSH WITH CEILING.

SI0IO

EXISTING ACOUSTICAL CEILING SYSTEM TO REMAIN. REMOVE AND
REINSTALL AS REQUIRED TO ACCOMMODATE NEW PARTITIONS AT
LATRINE & NEW BULKHEAD.
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